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MANUFACTURED CASEWORK AND ARCHITECTURAL MILLWORK GENERAL NOTES:

1.  MANUFACTURER TO INCLUDE ALL EPOXY RESIN TOPS, SPASHES, AND DROP-IN SINKS. REFER TO PLUMBING
SPECIFICATIONS FOR ADDITIONAL PLUMBING FIXTURES AND ACCESSORIES.

2.  REFER TO TOILET ACCESSORY SPECIFICATION FOR SOAP AND PAPER DISPENSER INFORMATION.

3.  REFER TO VISUAL DISPLAY DRAWINGS I-500 SERIES FOR INFORMATION ON WHITE BOARDS.

4.  REFER TO GENERAL NOTE SHEETS FOR STANDARD HEIGHTS FOR SOAP AND PAPER TOWEL DISPENSERS.

5.  PROVIDE FINISH END PANELS WHERE ENDS OF WALL AND BASE CABINETS ARE EXPOSED.

6. ALL COUNTERTOPS ARE TO INCLUDE ROUNDED EDGES.
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SCALE:  1/4" = 1'-0"

CASEWORK PLAN - ART ROOM3

SCALE:  1/4" = 1'-0"

CASEWORK ELEVATION - ART ROOM EAST4

SCALE:  1/4" = 1'-0"

CASEWORK ELEVATION - MS CTE WEST2

SCALE:  1/4" = 1'-0"

CASEWORK PLAN - SCIENCE PREP - LEVEL 15

SCALE:  1/4" = 1'-0"

CASEWORK ELEVATION - SCI PREP WEST6

SCALE:  1/4" = 1'-0"

CASEWORK PLAN - SCIENCE PREP - LEVEL 27

SCALE:  1/4" = 1'-0"

CASEWORK ELEVATION - SCI PREP - LEVEL 28

CASEWORK SCHEDULE

Type
Mark Model Description Count Width Depth Height

B10 ADA ADA COMPLIANT SINK W/KNEESPACE 1 3' - 6" 2' - 0" 2' - 10"

U3 W423012-250 2 DOOR GLASS UPPER CABINET 3 3' - 6" 1' - 0" 2' - 6"

U4 W243012-000 OPEN SHELF CABINET 2 2' - 0" 1' - 0" 2' - 6"

U6 W353012-200 2 DOOR UPPER CABINET 1 2' - 11" 1' - 0" 2' - 6"

U9 79530 WALL MOUNTED DRYING RACKS 3 2' - 8" 1" 2' - 6"

SCI PREP 1

B1 B243622-400/1 1 DRAWER, 1 DOOR BASE CABINET 1 2' - 0" 2' - 0" 2' - 10"

B5 S423622-200 2 DOOR CABINET W/DROP-IN EPOXY SINK 1 3' - 6" 2' - 0" 2' - 10"

B6 B243622-540 4 DRAWER CABINET 1 2' - 0" 2' - 0" 2' - 10"

U1 W243012-150/1 1 DOOR UPPER CABINET 2 2' - 0" 1' - 0" 2' - 6"

U3 W423012-250 2 DOOR GLASS UPPER CABINET 1 3' - 6" 1' - 0" 2' - 6"

U4 W243012-000 OPEN SHELF CABINET 1 2' - 0" 1' - 0" 2' - 6"

SCI PREP 2

B2 B353622-410 2 DOOR 2 DRAWER CABINET 3 2' - 11" 2' - 0" 2' - 10"

B5 S423622-200 2 DOOR CABINET W/DROP-IN EPOXY SINK 1 3' - 6" 2' - 0" 2' - 10"

B6 B243622-540 4 DRAWER CABINET 1 2' - 0" 2' - 0" 2' - 10"

B8 T248222-100/1 1 DOOR TALL CABINET 1 2' - 0" 1' - 10" 6' - 10"

U2 W353012-250 2 DOOR GLASS UPPER CABINET 3 2' - 11" 1' - 0" 2' - 6"

U3 W423012-250 2 DOOR GLASS UPPER CABINET 1 3' - 6" 1' - 0" 2' - 6"

U4 W243012-000 OPEN SHELF CABINET 2 2' - 0" 1' - 0" 2' - 6"

CASEWORK SCHEDULE

Type
Mark Model Description Count Width Depth Height

ART

B4 S353622-200 2 DOOR CABINET W/DROP-IN EPOXY SINK 2 2' - 11" 2' - 0" 2' - 10"

B6 B243622-540 4 DRAWER CABINET 2 2' - 0" 2' - 0" 2' - 10"

B9 ADA ADA COMPLIANT SINK W/KNEESPACE 1 2' - 11" 2' - 0" 2' - 10"

U4 W243012-000 OPEN SHELF CABINET 2 2' - 0" 1' - 0" 2' - 6"

U5 W353012-000 OPEN SHELF CABINET 3 2' - 11" 1' - 0" 2' - 6"

HS CHEMISTRY

B2 B353622-410 2 DOOR 2 DRAWER CABINET 8 2' - 11" 2' - 0" 2' - 10"

B5 S423622-200 2 DOOR CABINET W/DROP-IN EPOXY SINK 1 3' - 6" 2' - 0" 2' - 10"

B6 B243622-540 4 DRAWER CABINET 3 2' - 0" 2' - 0" 2' - 10"

B7 66100 SAFETY SHOWER 1 2' - 0" 2' - 0" 7' - 1"

B8 T248222-100/1 1 DOOR TALL CABINET 1 2' - 0" 1' - 10" 6' - 10"

U1 W243012-150/1 1 DOOR UPPER CABINET 2 2' - 0" 1' - 0" 2' - 6"

U2 W353012-250 2 DOOR GLASS UPPER CABINET 4 2' - 11" 1' - 0" 2' - 6"

U6 W353012-200 2 DOOR UPPER CABINET 2 2' - 11" 1' - 0" 2' - 6"

U7 W423012-200 2 DOOR UPPER CABINET 1 3' - 6" 1' - 0" 2' - 6"

U8 W243012-150/1 1 DOOR UPPER CABINET 1 2' - 0" 1' - 0" 2' - 6"

U9 79530 WALL MOUNTED DRYING RACKS 2 2' - 8" 1" 2' - 6"

HS PHYSICAL SCIENCE

B1 B243622-400/1 1 DRAWER, 1 DOOR BASE CABINET 2 2' - 0" 2' - 0" 2' - 10"

B2 B353622-410 2 DOOR 2 DRAWER CABINET 4 2' - 11" 2' - 0" 2' - 10"

B3 B473622-100/1 BLIND CORNER CABINET 1 3' - 11" 2' - 0" 2' - 10"

B5 S423622-200 2 DOOR CABINET W/DROP-IN EPOXY SINK 5 3' - 6" 2' - 0" 2' - 10"

B6 B243622-540 4 DRAWER CABINET 6 2' - 0" 2' - 0" 2' - 10"

B7 66100 SAFETY SHOWER 1 2' - 0" 2' - 0" 7' - 1"

B8 T248222-100/1 1 DOOR TALL CABINET 1 2' - 0" 1' - 10" 6' - 10"

B10 ADA ADA COMPLIANT SINK W/KNEESPACE 1 3' - 6" 2' - 0" 2' - 10"

U3 W423012-250 2 DOOR GLASS UPPER CABINET 2 3' - 6" 1' - 0" 2' - 6"

U4 W243012-000 OPEN SHELF CABINET 2 2' - 0" 1' - 0" 2' - 6"

U7 W423012-200 2 DOOR UPPER CABINET 2 3' - 6" 1' - 0" 2' - 6"

U8 W243012-150/1 1 DOOR UPPER CABINET 2 2' - 0" 1' - 0" 2' - 6"

U9 79530 WALL MOUNTED DRYING RACKS 2 2' - 8" 1" 2' - 6"

MS CTE

B5 S423622-200 2 DOOR CABINET W/DROP-IN EPOXY SINK 2 3' - 6" 2' - 0" 2' - 10"

B6 B243622-540 4 DRAWER CABINET 2 2' - 0" 2' - 0" 2' - 10"

B10 ADA ADA COMPLIANT SINK W/KNEESPACE 1 3' - 6" 2' - 0" 2' - 10"

U7 W423012-200 2 DOOR UPPER CABINET 3 3' - 6" 1' - 0" 2' - 6"

U8 W243012-150/1 1 DOOR UPPER CABINET 2 2' - 0" 1' - 0" 2' - 6"

MS SCIENCE

B1 B243622-400/1 1 DRAWER, 1 DOOR BASE CABINET 2 2' - 0" 2' - 0" 2' - 10"

B2 B353622-410 2 DOOR 2 DRAWER CABINET 7 2' - 11" 2' - 0" 2' - 10"

B5 S423622-200 2 DOOR CABINET W/DROP-IN EPOXY SINK 5 3' - 6" 2' - 0" 2' - 10"

B6 B243622-540 4 DRAWER CABINET 4 2' - 0" 2' - 0" 2' - 10"

B7 66100 SAFETY SHOWER 1 2' - 0" 2' - 0" 7' - 1"

B8 T248222-100/1 1 DOOR TALL CABINET 1 2' - 0" 1' - 10" 6' - 10"
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STAIR 1 - TYP LANDING1

SCALE:  1" = 1'-0"

STAIR 1 - BASE2

SCALE:  1" = 1'-0"

STAIR 1 - SLAB EDGE3

SCALE:  1 1/2" = 1'-0"

SECTION DETAIL AT BRIDGE CHANNEL5

SCALE:  1 1/2" = 1'-0"

STAIR1 - SECTION DETAIL AT STRINGER6

SCALE:  1 1/2" = 1'-0"

HANDRAIL SUPPORT - ELEVATION DETAIL4

SCALE:  1 1/2" = 1'-0"

HANDRAIL SUPPORT - PLAN DETAIL9

SCALE:  3" = 1'-0"

HANDRAIL SUPPORT  - SECTION DETAIL - STL PL10
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SCALE:  6" = 1'-0"
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STAIR - INTERMEDIATE LANDING PLAN DETAIL9
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STAIR - INTERMEDIATE LANDING2

SCALE:  1" = 1'-0"
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SCALE:  3" = 1'-0"

STAIR - TREAD DETAIL6

SCALE:  1" = 1'-0"
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